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CULVERT INSTALLATIONS

NO SCALE

Match Existing
_ Road Width _

Natural Ground

ulvert bedding — 6’ compacted sand
or #73 aggregate, Bedding to be
approved by the FS prior to pipe
Installation.

Road surfacing-—
6’ depth #353 aggregate
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Select native material or #73
aggregote

- Springline

6" bedding-
sand or #73 aggregote

Suitable foundation
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Buzzard Roost Pipe Replacement
Road 1165.030

Hoosier National Forest
Tell City Ranger District
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Exhibit 1
Pipe Installation Typical
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